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GENERAL NOTES

1.

REFER TO SHEET G122 FOR WALL / PARTITION TYPES

O KEYNOTES
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10.
11.
12.

13.
14.

15.
16.
17.
18.
19.
20.
21.
22.

23.
24.

NEW ELEVATOR.
NEW STAIR LOCATION. SEE STRUCTURAL FOR ATTACHMENT AND OTHER

INFORMATION.

NEW HAND SINK.
NEW PASS-THROUGH WINDOW - SEE SHEET A621.

NEW SONIC - SEE SHEET A921.
EXISTING, RELOCATED 4-CUBE WASHER - SEE SHEET A921. 702.436.1006
NEW 4-CUBE WASHER - SEE SHEET A921. fax 436.1050

NEW 2-COMPARTMENT SINK - SEE PLUMBING.

NEW STERILIZER - SEE SHEET A921.

NEW CART WASH - SEE SHEET A921.

NEW FLOOR RAMPS FOR CART WASH - SEE SHEET A471.

Nabatini

6860 Bermuda Rd. Ste. 100
Las Vegas, Nevada 89119

info@dpsdesign.org
I

architecture
inferiors
landscape
planning
engineering

ARCHITECT

NEW AUTOMATED MOVEABLE SHELVING UNITS. NOT TO EXCEED 160
P.S.F. TOTAL LOADING.
EXISTING FLOOR DRAIN, TYP.
EXISTING PNEUMATIC TUBE DELIVERY LOCATION TO BE RELOCATED TO
THIS SPACE. RE-CONNECT AS NECESSARY.

EXISTING AIR COMPRESSOR TO REMAIN.

RELOCATED EXISTING STORAGE RACKS.

RELOCATED EXISTING TABLE.
RELOCATED EXISTING LARGE COPY MACHINE.
EXISTING DRYER TO REMAIN.
EXISTING STERRAD MACHINE TO REMAIN - SEE SHEET A941.
NEW BIN STORAGE CABINET.

NEW CURB FOR CART WASHER MACHINE TO SIT ON. SEE A471 FOR MORE

INFORMATION.

EXISTING COLUMN TO REMAIN.

ENGINEER

NEW CASEWORK. SEE A322 FOR MORE INFORMATION.

SHEET LEGEND

PARTITION TYPE

I NEW METAL STUD CONSTRUCTION
EXISTING CONSTRUCTION TO REMAIN

xxxxxexxxxxl - NEW CMU CONSTRUCTION

100% SUBMISSION

REVIEW SET

04/13/09

PROJECT

UNIVERSITY MEDICAL

NOTES:

1. GYP BOARD FINISH PER SPECIFICATIONS.
2. PAINT AND SEALANT PER SPECIFICATIONS.

3. INTEGRAL COLOR BLOCK AT ALL EXPOSED LOCATIONS
INCLUDING STEM WALLS. EXPOSED BLOCK (INTERIOR AND
EXTERIOR) TO HAVE RAKED HORIZONTAL JOINTS AND
STRUCK VERTICAL JOINTS.

4. ALL WALL SYSTEMS TO BOTTOM OF ROOF DECK AND
SEALED AT EXPOSED CEILING LOCATIONS.

5. VERTICAL SPRINKLER PIPING TO BE CONCEALED WITHIN
WALLS.

6. PROVIDE BACKER BOARD PER ELECTRICAL

REQUIREMENTS.
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KEY PLAN
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8" CMU

5/8" GYPSUM BOARD OVER 2-1/2" METAL
STUDS AT 16" O.C. OVER EXISTING OR
NEW CMU WALL

5/8" GYPSUM BOARD EACH SIDE OF 6"
METAL STUDS AT 16" O.C. WITH
ACOUSTIC INSULATION. WALL
ASSEMBLY TO EXTEND AND SEALED
TO BOTTOM OF ROOF DECK.

5/8" GYPSUM BOARD INTERIOR SIDE
OF 6" METAL STUDS AT 16" O.C. WITH
ACOUSTIC INSULATION. 5/8"
EXTERIOR GRADE GYPSUM BOARD
EXTERIOR SIDE W/ VAPOR BARRIER &
LATH & STUCCO FINISH. PAINT TO
MATCH EXISTING WALLS ADJACENT

Department Remodel

5/8" TYPE X GYPSUM BOARD EACH
SIDE OF 3-5/8" METAL STUDS AT 16"
O.C. WITH BATT INSULATION AT
CONDITIONED/ UNCOND. LOCATIONS.
WALL ASSEMBLY TO EXTEND TO
BOTTOM OF ROOF DECK.

5/8" GYPSUM BOARD OVER
2-1/2" METAL STUDS AT 16" O.C.

1800 West Charleston
Las Vegas, Nevada 89102
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5/8" GYPSUM BOARD ONE SIDE OVER REVISIONS
6" METAL STUDS AT 16" O.C. WITH
ACOUSTIC INSULATION OVER
EXISITNG METAL STUD WITH GYPSUM
BOARD EACH SIDE. WALL ASSEMBLY
TO EXTEND AND BE SEALED AT
BOTTOM OF ROOF DECK. GYPSUM
BOARD TO EXTEND 1'-0" MIN. ABOVE
FINISH CEILING.
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