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CLARK COUNTY, NEVADA
BID NO. 603447-14
ANNUAL REQUIREMENTS CONTRACT FOR WATER TREATMENT
PROGRAM

October 8, 2014
ADDENDUM NO. 1

INVITATION TO BID

1. The bid opening date of Monday, October 20, 2014 at 3:00:00 p.m. remains unchanged.

SERVICE SPECIFICATIONS

2. Service Specifications pages V-1 through IV-4 replace in their entirety with the attached
pages Revised V-1 through V-4 attached to this Addendum No. 1.

BID FORM

3. Bid Form pages V-1 through V-6 replace in their entirety with the attached pages
Revised V-1 through V-7 attached to this Addendum No. 1.

ATTACHMENT 4

4, Attachment 4 pages 4-1 through 4-2 replace in their entirety with the attached pages
Revised 4-1 through 4-2 attached to this Addendum No. 1.

Should you have any questions, please email Adriane Garcia, Sr. Purchasing Analyst,
Administrative Services, Purchasing and Contracts Division, at akgarcia@ClarkCountyNV.gov.

P -
ADRIANE GARCIA, CPPB
Sr. Purchasing Analyst

Attachment(s): Bid 603447-14 Service Specification pages Revised IV-1 through 1V-4
Bid 603447-14 Bid Form pages Revised V-1 through V-7
Bid 603447-14 Attachment 4 pages Revised 4-1 through 4-2

Cc: Darren R. Daniels, RPM - Operations Douglas Moore, Water Reclamation
Matt Garban, RPM — Operations Charles Ebarb, Water Reclamation
Mark Larson, RPM — Operations Thomas Maino, Water Reclamation
Wayne Wedlow, RPM - Operations Toby Kalkowski, Water Reclamation

BOARD OF COUNTY COMMISSIONERS
STEVE SISOLAK, Chairman » LARRY BROWN, Vice Chairman
SUSAN BRAGER *» TOM COLLINS » CHRIS GIUNCHIGLIANI + MARY BETH SCOW « LAWRENCE WEEKLY
DONALD G. BURNETTE, County Manager



IV - SERVICE SPECIFICATIONS

BID NO. 603447-14
ANNUAL REQUIREMENTS CONTRACT FOR WATER TREATMENT PROGRAM
REVISED PER ADDENDUM NO. 1

Name of Firm
1. REQUIREMENTS
A. SUCCESSFUL BIDDER’S employees shall be familiar with each component of the treatment chemicals to
be applied.
B. The treating of listed properties is the responsibility of SUCCESSFUL BIDDER. COUNTY'S staff will

monitor the Water Treatment Program periodically, but only for the purpose of duplicating the testing and
monitoring what has already been done by SUCCESSFUL BIDDER. SUCCESSFUL BIDDER shall provide
the Monthly Chemical Analysis Report.

C. Biological activity in these systems is the primary cause of system failures and shall be monitored carefully
and completely by SUCCESSFUL BIDDER. COUNTY will check open and closed wet hydronic systems for
biological activity at least once per operating weék. Within COUNTY’S or equipment manufacturer's water
treatment specifications or procedures, SUCCESSFUL BIDDER shall take necessary action during the
service visit to correct any deficiencies in the chemical product or water treatment process. COUNTY will
perform the water treatment inoculation process'and SUCCESSFUL BIDDER shall offer recommendations
for improving the chemical water treatment product or equipment operation.

D. Maximize operational efficiency of mechanical equipment, including but not limited to optimum heat transfer,
optimum water flow, lowest water usage, reduced equipment maintenance (labor), longest equipment life,
and lowest operating cost. This is accomplished by reducing system contamination; minimizing scale;
corrosion; fouling; and microbiological growth, which create deposits on heat transfer surfaces;

E. Existing or new installed water treatment controllers shall be fully automated to continuously monitor and
respond to chemical level changes, chemical inventory, and biological upsets of the re-circulated cooling
tower water with little to not operator interaction. The water treatment controller shall be capable of
wirelessly providing alarms to cellular phones and e-mail as well as providing remote connectivity to water
treatment professionals, allowing for program and relay changes as needed for each site. Conductivity
Controllers shall have pre-blow down and lockout:capabilities.

F. COUNTY must approve all SUCCESSFUL BIDDER product changes prior to implementation of change. E-
mail or fax submission is acceptable.
2. MONTHLY UNIT PRICING
Monthly Unit Pricing for each facility listed in the Bid Form shall include:
A. All monthly chemicals and services, including delivery to the appropriate delivery site for each Facility.
B. All Testing Re-agents and Supplies.
C. SUCCESSFUL BIDDER shall perform monthly water sampling at all sites with the exception of Laughlin and

the Spring Mountain Youth Camp (SMYC). These sites shall be on a per visit as needed bases, as these
sites are small closed loop systems. COUNTY’S representative shall be present when SUCCESSFUL
BIDER performs water sampling(s). A definitive procedure shall be developed by COUNTY and
SUCCESSFUL BIDDER cooperatively within thirty (30) days of award of Contract. See Exhibit A — Clark
County Field Analysis report for Water Treatment attached to this bid document for example of
requirements.

D. Inspection of each chemical feed station and adjusting feed rate to maintain chemicals at optimum levels per
location for various applications. Verification and calibration of automatic chemical controtiers to standards
for each site. Review and evaluate any weakness in the system which may affect keeping the loops or tower
chemical levels at proper concentrations. Prior to proposing and offering updated solutions to chemical feed,
blow down, storage, and distribution system deficiencies.

E. Testing and delivery of chemicals shall be once per month. Site visits and visual inspections shall occur no
less than once a week. However, based on these test, chemical feeder adjustments or additions shalt occur
when needed throughout the month to keep the systems within acceptable levels. Should the levels remain
low, SUCCESSFUL BIDDER shall propose solutions to COUNTY to resolve any issue(s). The visual
inspection cost shall be included as part of the monthly cost.

F. COUNTY in-house staff or third party consultant may test the system to assure chemical levels are correct.
Based on any variances from normal parameters; a work order will be issued to have SUCCESSFUL
BIDDER respond and perform the corrective action required.

3. PROGRAM CONTROL SYSTEM
A CONDUCTIVITY CONTROLLER with BIOCIDE PROGRAMS
1. Manufacturers: Conductivity/Biocide Controllers
a) Submit manufacture’s data to confirm compliance with Section 1. E.
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Service Specifications

Bid No. 603447-14

Annual Requirements Contract for Water Treatment Program
Revised per Addendum No. 1

2. Packaged monitor controller with solid state circuiting, on-off switch and/or light, control function
lights, output to control circuits, five minute timers for both inhibitor feed and bleed off, with
continuous biocide injection capability. These controllers shall be accessible via internet
connection and provide automatic data reports weekly to COUNTY. These controllers shall also
contain programmable dual biocide relays to automate the oxidizing and non-oxidizing biocide
feeds. Each biocide relay shall contain a pre-blow down time and a blow down lockout time feature
to ensure the correct holding time for the biocide.

B. MANUAL CHEMICAL INHIBITOR CONTROLLER

1. Manual controllers in place shall maintain inhibitor feed and be able to automatically feed chemicals
into system as programed. Manual controllers shall be monitored as needed but no less than
weekly. Manual controllers will be scheduled to be replaced when needed by automated chemical

controllers.
4, PERFORMANCE
A. Acceptable performance for the following systems shall be defined as follows:
1. For Evaporative Cooling Towers, acceptable performance shall be corrosion rates of 1.0 Mils/yr. or

less for mild stee! and 0.1 Mils/yr. or less for copper; and, tower counts of 10,000 of total aerobic
bacterial colonies per ml or less, AND clean heat transfer surfaces with no pitting as recommended
by COUNTY’S water consultant.

2. For Closed systems, acceptable performance shall be corrosion rates of 0.5 Mils/yr. or less for mild
steel and 0.1 Mils/yr. or less for copper; and, counts of 1,000 of total aerobic bacterial colonies per
ml or less; and, clean heat transfer surfaces with no pitting as determined by COUNTY’S water

consultant.
3. Should the systems chemical levels be deficient for two consecutive months, payment may be
withheld until brought up to the acceptable levels as specified.
B. Current equipment at each of COUNTY'S locations may not be what SUCCESSFUL BIDDER recommends

for their products and meets the requirements of. Section 1.E. SUCCESSFUL BIDDER may be responsible
for the installation of new systems / equipment which meet COUNTY'S standards. Costs associated shall
be billed using the labor rates and parts pricing structure included in this Bid.

C. In the event that new chemical feed equipment is required, SUCCESSFUL BIDDER shall provide COUNTY
with schematic and wiring diagram for the installation of this equipment and support of COUNTY'S internet
and wireless platform. When requested by COUNTY, SUCCESSFUL BIDDER shall provide training on the
newly installed chemical feed equipment. [f requested training is in excess of the required thirty-two (32)
hours annually, then training shall be billed on the same invoice with the time and material costs for
installation. Training is to be billed in terms of actual time using the “Training” labor rate listed in Bid Form.
COUNTY will only pay this invoice line item upon verification that training was actually received.

D. SUCCESSFUL BIDDER shall be responsible for removing all non-permanent chemical containers and shall
be responsible for removing their own unused chemicals (if so directed) at any time following the end of the
contract period. SUCCESSFUL BIDDER shall contact COUNTY to make arrangement to remove
SUCCESSFUL BIDDER'S equipment. SUCCESSFUL BIDDER shall keep a complete Water Treatment
Manual at each site, which includes the following sections:

1. Program Overview and Description and SDS of each product;

2 System Control Charts and Daily Log sheets;

3. Monthly Chemical Analysis Reports; ,

4 Corrective Action Flow Chart to assist operators in recognizing water-related problems and their
associated corrective action; and

5. Phone numbers, beeper numbers, voice mail numbers etc. of the Primary Treatment Rep.;
Supervisor; and Emergency Hot Lines.

5. TOWER WATER TREATMENT OPEN SYSTEM

Water treatment method to use at COUNTY's request for open cooling tower systems is detailed below. A
performance guarantee shall be implemented that the SUCCESSFUL BIDDER shall be responsible for the labor,
equipment and chemical to clean any equipment fouled due to poor water treatment. The water treatment program
shall prevent fouling of the treated water systems which include cooling towers, cell decks, fill, spray heads, sumps,
pumps, piping, chiller's condenser tubes and end bells.

A. Inhibitor:

MOLYBDENUM / PHOSPHONATE (PBTC) / POLYMER / AZOLE Based with a minimum of 3-5 PPM as
Phosphonate

Within thirty (30) days of award of Contract, SUCCESSFUL BIDDER shall provide COUNTY with a list of
equipment and techniques SUCCESSFUL BIDDER uses to:
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Service Specifications

Bid No. 603447-14

Annual Requirements Contract for Water Treatment Program
Revised per Addendum No. 1

1. Provide Min/Max control levels in PPM, active ingredients as fed, container size, material & type.
B. Dispersant - Liquid:
1. SUCCESSFUL BIDDER shalf use the one-drum water treatment approach.
2. SUCCESSFUL BIDDER shall complete :a Dispersant Form (provided by SUCCESSFUL BIDDER),

which details the dispersant components, if separate or if the inhibitor method is use with the one
drum treatment program.

C. Non-Oxidized Biocide Treatment Method

1. SUCCESSFUL BIDDER shall treat at 1/6 pound 93% hydantoin (or better) product per 1000
gallons, fed twice per week. The treatment shall be applied over a four (4) hour period providing
between 0.9 and 1.0 ppm free halogen residual, as chlorine, during that period.

a. Provide Min/Max. levels in parts pér million (ppm), active ingredients as fed, container size,
material & type, and recommended dosage schedule in days (i.e. Mon. & Thurs. adds).

b. Liquid bromine donor may be substituted at 80 — 100 ppm of 11% bromine chloride, and must
achieve the identical residuals as compared to the specified product technology.

D. - Provide a certified independent lab Legionella testing on each open water system on an annual basis.
Provide a Microbiological Analysis on each openisystem on a semi-annual basis by a certified independent
lab. Monitor Total Aerobic Bacteria levels and effectiveness of corrosion inhibitor monthly.

E. SUCCESSFUL BIDDER shall inspect all contracted cooling towers visually to examine for biological growth,
foam, sludge and report any cooling tower deterioration a minimum of once every thirty (30) days.

F. Documentation:

1. Any time SUCCESSFUL BIDDER is on site performing water treatment tests, SUCCESSFUL
BIDDER shall provide chart listing control limits for all water treatment activities in the Field
Analysis Report (Exhibit A), to include but not limited to:

a. Measurable treatment levels;

Product component concentrations developed,;

“City water make-up;”

pH; ’

Include a copy of all tests performed by SUCCESSFUL BIDDER,;

Note any troubleshooting instructions for each test parameter that COUNTY or its agents are
required to perform;

g. Note contingency plans for lay ups, water loss, and loss of automatic feed control to ensure
continued protection of the system.

6. CHILLED/CONDENSOR / BOILER/HEAT EXCHANGER CLOSED WATER SYSTEM TREATMENT

Water Treatment method to use at COUNTY’S request for all closed hydronics systems. SUCCESSFUL BIDDER
shall implement the following chemical water treatment procedures including die if needed:

A Inhibitor: (MOLYBDENUM/POLYMER/AZOLE Based)

1. Provide treatment level for all components, recommended feed points, container size, material and
type. Product should be free of all glycols and nitrite. Molybdenum levels should be a minimum of
50 - 100 PPM as Mo+6, as long as mechanical failure or user error is not determined.

-~ 0o oo Qo

2. Product must be compatible with Glycol in glycol treated systems.
3. Upon COUNTY’S request, SUCCESSFUL BIDDER shall provide container size, material and type.
B. Dispersant - Liquid:
1. SUCCESSFUL BIDDER shall use the one-drum water treatment approach. Upon COUNTY’'S
request, SUCCESSFUL BIDDER shall provide details of type of inhibitor used.
C. Non-Oxidizing Biocide Treatment Method
1. Check semi-annually and treat as needed. Treat the system for 120 ppm or to the required
treatment level as specified by COUNTY.
2. Upon COUNTY'’S request, SUCCESSFUL BIDDER shall provide container size, material and type.
D. Documentation:
1. Any time SUCCESSFUL BIDDER is on site performing water treatment tests, SUCCESSFUL

BIDDER shall provide chart listing control limits for all water treatment activities in the Field
Analysis Report (Exhibit A), to include but not limited to:

a. Measurable treatment levels;
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Service Specifications

Bid No. 603447-14

Annual Requirements Contract for Water Treatment Program
Revised per Addendum No. 1

Product component concentrations developed;

“City water make-up;”

pH;

Include a copy of all tests performed by SUCCESSFUL BIDDER,;

Note any troubleshooting instructions for each test parameter that COUNTY or its agents are
required to perform;

g. Note contingency plans for lay ups, water loss, and loss of automatic feed control to ensure
continued protection of the system.

-~ 0 a0 T
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CLARK COUNTY, NEVADA

V - BID FORM

BID NO. 603447-14
ANNUAL REQUIREMENTS CONTRACT FOR WATER TREATMENT PROGRAM
REVISED PER ADDENDUM NO. 1

Name of Firm

This bid is submitted in response to COUNTY’S Invitation to Bid and is in accordance with all conditions and specifications in this
document.

LOT 1 - CLARK COUNTY MONTHLY SCHEDULED SERVICE AND ANNUAL TRAINING

It:(l%m Description Unit Monthly Cost Quantity { Extended Total
7309 South Third Street (building) ' '
Equipment: (2) 250 ton cooling towers w/1 chilled & 1
1. heating closed loop per tower, & 2 chemical Month | $ X 12 $
controllers,
Cambridge Community Center
2. 3930 Cambridge St. Month | & X 12 $

Equipment: (1) 262.50 ton cooling tower w/1 chilled &
1 heating closed loop, & 1 chemical controller

Clark County Detention Center Central Plant
330 S. Casino Center Bivd.

3. Equipment: (4) 550 ton cooling towers w/1 chilled & 1 Month | $ X 12 $

heating closed loop per tower, & 2 chemical controller

Clark County Government Center Central Plant
4 500 S. Grand Central Parkway Month X 12

Equipment: (3) 350 ton cooling towers w/1 chilled & 1 $ $
heating closed loop per tower, & 1 chemical controller

Clark Place (building) 301 E. Clark
5. | Equipment: (1) 387.50 ton cooling tower w/1 chilled & | Month | $ X 12 $
1 heating closed loop, & 1 chemical controller

Clark Place (parking garage) 300 E. Clark
6. Equipment: (1) 387.50 ton cooling tower w/1 chilled & | Month | § X 12 $
1 heating closed loop, & 1 chemical controlier

7 Cora Coleman Senior Center 2100 Bonnie Lane
: Equipment: (1) 120 ton cooling tower w/1 chilled & 1
heating closed loop, & 1 chemical controller

Month | $ X 12 $

Desert Breeze Community Center
8275 Spring Mountain Rd.;

8. Equipment: (1) 225 ton cooling tower w/1 chilled & 1 Month | $ X 12 $
heating closed loop per tower, & 1 chemical
controllers

Desert Breeze Aquatic Center
8275 Spring Mountain Rd.;

9. Equipment: (1) 700 ton cooling tower, 1 chemical Month | $ X 12 $

_controller

Hollywood Recreation Aquatic Center
1580 S. Hollywood Blvd.

10. Equipment: (2) 131.50 ton cooling towers w/1 chilled Month | $ X 12 $
& 1 heating closed loop per tower, & 2 chemical
controller

Hollywood Recreation Center
11. 1650 S. Hollywood Bivd. Month | $ X 12 $
Equipment: (1) 250 ton cooling tower w/1 chilled & 1

heating closed loop, & 1 chemical controller

IT Building 1620 Pinto Lane
12. | Equipment: (2) 292 ton cooling towers w/1 chilled & 1 | Month | $ X 12 $
heating closed loop per tower, & 1 chemical controller

Laughlin Regional Justice Center
101 E. Laughlin Civic Dr. Per $ X 4 $
Equipment: Air cooled closed chilled and heating Visit
system (No tower)

13.
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Bid Form

Bid No. 603447-14

Annual Requirements Contract for Water Treatment Program
Revised per Addendum No. 1

LOT 1 — CLARK COUNTY MONTHLY SCHEDULED SERVICE AND ANNUAL TRAINING

Iltem

No.

Description Unit Monthly Cost Quantity | Extended Total

14.

North Valley Complex Central Plant
4900 N. Sloan Lane

Equipment: (2) 531.25 ton cooling towers w/1 chilled Month | $ X 12 $
& 1 heating closed loop per tower, & 1 chemical
controller

15.

Paradise Community Center 4775 S. McLeod
Equipment: (1) 150 ton cooling tower w/1 chilled & 1 Month | $ X 12 $
heating closed loop, & 1 chemical controller ,

16.

Pearson Community Center 1625 W. Carey Ave.
Equipment: (1) 312.50 ton cooling tower w/1 chilled &

1 heating closed loop per tower, & 1 Chemical Month | $ X 12 $
Controller

17.

Pecos - Bonanza Campus — Central Plant
651 N. Pecos

Equipment: (2) 625 ton cooling towers w/1 chilled & 1 | MOt | 3 X\ 12 3%
heating closed loop per tower, & 1 chemical controller

18.

Pecos ~ Bonanza Campus — Building C
601 N. Pecos

Equipment: (2) 400 ton cooling towers w/1 chilled & 1 | MOt | ¥ XX 12 %
heating closed loop per tower, & 1 chemical controller

19.

Phoenix Building 330 S. Third St.
IEquipment: (1) 438.75 ton cooling tower with 1 closed Month | o X 12 $
00p

20.

Public Administrator Building 515 Shadow Lane
Equipment: (1) 112.5 cooling tower w/1 chilled & 1 Month | $ X 12 $
heating closed loop, & 1 chemical controller

21.

Regional Justice Center (RJC) Central Plant
200 Lewis St.;

Equipment: (3) 1,625 ton cooling towers w/ 1 Month | $ X 12 $
chemical feed system, 1 chilled loop, 1 heating loop
and 1 closed dual loop

22,

Robert (Bob) Price Community Center
2050 Bonnie Lane;

Equipment: Air cooled closed chilled and heating Month | $ X 12 $
systems. (No tower)

23.

Russell - Cameron Campus 4701 W. Russell Rd.
Equipment: (2) 193.75 ton and (1) 187.5 ton cooling

towers w/1 chilled & 1 heating closed loop per tower, Month | $ X 12 $
& 1 chemical controller

24,

Social Service 1600 Pinto Lane
Equipment: (1) 121.5 ton cooling tower w/1 chilled & 1 | Month | $ X 12 $
heating closed loop, & 1 chemical controller

25.

Spring Mountain Youth Camp (SMYC)
2400 Angel Peak Place Per $ X 4 $
Equipment: (3) Air cooled closed heating system (No Visit
towers)

26.

_heating closed loop, & 1 chemical controller

Walnut — Cecile Community Center
3075 North Walnut Rd.;
Equipment: (1) 262.5 ton cooling tower w/1 chilled & 1 Month | $ X 12 $

27.

Wetlands Nature Center 6800 E. Russell Rd. Month X 12
IEquipment: (2) 96 ton cooling towers with 1 closed $ $
oop

28.

Whitney Recreation Center 5712 E. Missouri Ave. Month X 12
Equipment: Air cooled closed chilled and heating $ $
system (No tower)

29.

Zenoff Complex 601 N. Pecos Per $ X 4 $
Equipment: (6) closed heating units (No towers) Visit
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Bid Form
Bid No. 603447-14

Annual Requirements Contract for Water Treatment Program
Revised per Addendum No. 1

LOT 1 — CLARK COUNTY MONTHLY SCHEDULED SERVICE AND ANNUAL TRAINING

TRAINING ,
:&%m Description Unit Cost per Hour Quantity | Extended Total
Annual Training - a total of 32 hours, extended total
30. | equals hourly cost times 32 hours Hours | g , X 32 4 $
$

LOT 1 TOTAL (TO INCLUDE THE EXTENDED TOTALS FOR LINE ITEMS 1 - 30)

LOT 2 - BILLABLE HOURLY RATES FOR SERVICES AND ESTIMATED ANNUAL EXPENDITURES FOR PARTS, LABOR AND

ADDITIONAL CHEMICALS )
ltem . : Quantity Unit of
No. Skill Set Shift Hourly Rate Measure Extended Total
Straight Time —
defined as 6:00 AM to =
31. | Yeter wreatment | 6:00 PM PST Monday | $ 1| X Hour $
through Friday
Overtime — defined as
Water Treatment 6:01 PM to 5:59 AM 1 x| H -
32. | Technician PST Monday through | $ our $
Friday and Saturdays
Sundays & COUNTY _
Water Treatment . 1 X Hour =
33. | Technician Holidays $ $
COUNTY estimated annual expenditures for the purchase of 'aarts and labor for equipment repair
34. services. See Special Conditions, Section 13, Labor and Material Line ltems and Line Items $95,500.00
31 - 33 of this Bid Form for pricing structure.
COUNTY estimated annual expenditures for purchase of additional chemicals listed in
35. | Attachment 5. P P $47,000.00
LOT 2 TOTAL (TO INCLUDE THE EXTENDED TOTALS FOR LINE ITEMS 31 - 35) $

LOT 3 - CLARK COUNTY WATER RECLAMATION MONTHLY SCHEDULED SERVICE AND ANNUAL EXPENDITURES FOR
PARTS, LABOR AND ADDITIONAL CHEMICALS

ltem
No.

Description

Unit Monthly Cost

Quantity

Extended Total

36.

New Admin Bldg. 5857 East Flamingo Road
Closed loop heating and chilled
Open loop cooling towers (2) 500 ton

Month | $

12

37.

Old Admin Bldg. 5857 East Flamingo Road
Closed loop heating and chilled
Open loop cooling tower (1) 75 ton

Month | $

12

38.

Support Bldg. 5857 East Flamingo Road
Closed loop heating and chilled
Open loop cooling tower (1) 150 ton

Month | $

12

39.

Central Plant Blower Bldg. 5857 East Flamingo Road

Closed loop heating and chilled
Open loop cooling tower (2) 150 ton

Month { $

12

40.

AWT Lab Bldg. 5857 East Flamingo Road
Closed loop heating and chilled
Open loop cooling tower (3) 940 ton

Month | $

12

41.

Solids Dewatering Bldg. 5857 East Flamingo Road

Air cooled closed loop chilled (No tower)

Month | $

12
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Bid Form

Bid No. 603447-14

Annual Requirements Contract for Water Treatment Program
Revised per Addendum No. 1

LOT 3 - CLARK COUNTY WATER RECLAMATION MONTHLY SCHEDULED SERVICE AND ANNUAL EXPENDITURES FOR
PARTS, LABOR AND ADDITIONAL CHEMICALS

Clark County Water Reclamation estimated annual expenditures for the purchase of parts and labor for
42. | equipment repair services. See Special Conditions, Section 13, Labor and Material Line Items and $18,000.00
Line Items 31 - 33 of this Bid Form for pricing structure.

Clark County Water Reclamation estimated annual expenditures for purchase of additional chemicals
43. - .
listed in Attachment 5.

$2,000.00

LOT 3 TOTAL (TO INCLUDE THE EXTENDED TOTALS FOR LINE ITEMS 36- 43) | $

BID GRAND TOTAL (TO INCLUDE THE LOT TOTALS OF LOTS 1 THROUGH 3) §
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Bid Form

Bid No. 603447-14

Annual Requirements Contract for Water Treatment Program
Revised per Addendum No. 1

DISCOUNT TERMS OF PAYMENT:

%, calendar days.

BIDDER’S LOCAL FACILITY
(If Bidder has multiple local facilities, please attach to bid submittal a list of this information for each facility)

CONTACT MANAGER OR ACCOUNT REPRESENTATIVE NAME

ADDRESS

CITY STATE, ZIP

PHONE NUMBER

FAX NUMBER

EMAIL ADDRESS
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Bid Form

Bid No. 603447-14

Annual Requirements Contract for Water Treatment Program
Revised per Addendum No. 1

ATTACHMENTS TO BID FORM
FAILURE TO SUBMIT REQUIRED ATTACHMENTS AS LISTED BELOW MAY RESULT IN REJECTION OF BID.

1. Attachment 1, Subcontractor Information, is attached.
2. Attachment 5, Unit Pricing for additional Chemicals, is attached.

Bidder is responsible to ascertain the number of Addenda issued and hereby acknowledges receipt of the following Addendum: FAILURE
TO ACKNOWLEDGE ALL ADDENDA ISSUED AND USE THE CORRECT BID FORM AS REQUIRED, MAY RESULT IN REJECTION
OF BID.

Addendum No. Addendum No. Addendum No.
Addendum No. Addendum No. Addendum No.
Addendum No. Addendum No. Addendum No.

Bidder hereby offers and agrees to furnish the material(s) and service(s) in compliance with all terms, conditions, specifications, and
amendments in the Invitation to Bid and any written exceptions in the offer. We understand that the items in this Invitation to Bid,
including, but not limited to, all required certificates are fully incorporated herein as a material and necessary part of the contract.

The undersigned hereby states, under penalty of perjury, that all information, provided is true, accurate, and complete, and states that
he/she has the authority to submit this bid, which will result in a binding contract if accepted by Clark County, Nevada.

I certify, under penalty of perjury, that | have the legal authorization to bind the firm hereunder:

SIGNATURE OF AUTHORIZED REPRESENTATIVE LEGAL NAME OF FIRM

NAME AND TITLE OF AUTHORIZED ADDRESS OF FIRM
REPRESENTATIVE (PRINT OR TYPE)

PHONE NUMBER OF AUTHORIZED CITY, STATE ZIP
REPRESENTATIVE

FAX NUMBER OF AUTHORIZED REPRESENTATIVE

EMAIL ADDRESS DATE

BUSINESS LICENSE INFORMATION:

CURRENT STATE LICENSE NO. ISSUE DATE: EXPIRATION DATE:

CURRENT COUNTY: LICENSE NO. ISSUE DATE: EXPIRATION DATE:
CURRENT CITY: LICENSE NO. ISSUE DATE: EXPIRATION DATE:

NEVADA CONTRACTOR'’S LICENSE NUMBER:
DOLLAR LIMIT :
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Bid Form

Bid No. 603447-14

Annual Requirements Contract for Water Treatment Program
Revised per Addendum No. 1

FOR INFORMATIONAL PURPOSES ONLY:
The above referenced firm is a [] MBE [] WBE [ PBE [[] SBE [] VET ] DVET [] ESB as defined below.

STATE OF NEVADA BUSINESSES
MINORITY OWNED BUSINESS ENTERPRISE (MBE):

An independent and continuing Nevada business for profit which performs a commercially useful function and is at least 51%
owned and controlled by one or more minority persons of Black American, Hispanic American, Asian-Pacific American or
Native American ethnicity.

WOMEN OWNED BUSINESS ENTERPRISE (WBE):

An independent and continuing Nevada business for profit which performs a commercially useful function and is at least 51%
owned and controlled by one or more women.

PHYSICALLY-CHALLENGED BUSINESS ENTERPRISE (PBE):

An independent and continuing Nevada business for profit which performs a commercially useful function and is at least 51%
owned and controlled by one or more disabled individuals pursuant to the federal Americans with Disabilities Act.

SMALL BUSINESS ENTERPRISE (SBE):

An independent and continuing Nevada business for profit which performs a commercially usefut function, is not owned and
controlled by individuals designated as minority, women, or physically-challenged, and where gross annual sales does not
exceed $2,000,000.

that are not designated as socially or economically disadvantaged.

VETERAN OWNED BUSINESS ENTERPRISE (VET):

An independent and continuing Nevada business for profit which performs a commercially useful function and is at least 51
percent owned and controlled by one or more U.S. Veterans.

DISABLED VETERAN OWNED BUSINESS ENTERPRISE (DVET):

A Nevada business at least 51 percent owned/controlled by a disabled veteran.

EMERGING SMALL BUSINESS (ESB):

Certified by the Nevada Governor's Office of Economic Development effective January, 2014. Approved into Nevada law
during the 77th Legislative session as a result of AB294.
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ATTACHMENT 4
BID NO. 603447-14
ANNUAL REQUIREMENTS CONTRACT FOR WATER TREATMENT PROGRAM

DISTRIBUTION OF LINE ITEM PRICE
REVISED PER ADDENDUM NO. 1

I:\? (T Description L;ﬁ)or Pr:fi)uct Trans;{;rtation O:ﬁer Total
1. 309 South Third Street (building) % |+ % % % 100%
2. Cambridge Community Center % |+ % % % 100%

Clark County Detention Center Central
3. Plant % |+ % % % 100%
Clark County Government Center Central
4. Plant % |+ % % % 100%
5. | Clark Place (building) % |+ % % % | = | 100%
6. Clark Place (parking garage) % |+ % % % 100%
7. Cora Coleman Senior Center % |+ % % % 100%
8. Desert Breeze Community Center % |+ % % % 100%
9. Desert Breeze Aquatic Center % |+ % % % 100%

10. Hollywood Recreation Aquatic Center % |+ % % % 100%
1. Hollywood Recreation Center % |+ % % % 100%
12. IT Building % |+ % % % 100%
13. Laughlin Regional Justice Center % |+ % % % 100%
14. North Valley Complex Central Plant % |+ % % % 100%
15. Paradise Community Center % |+ % % % 100%
16. Pearson Community Center % |+ % % % 100%
17. Pecos - Bonanza Campus — Central Plant % |+ % % % 100%
18. Pecos — Bonanza Campus — Building C % |+ % % % 100%
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Attachment 4
Bid No. 603447-14
Annual Requirements Contracts for Water Treatment Program
Revised per Addendum No. 1

IF‘%T-] Description L::ﬁor Prt:fi)uct Trans;/;rtation O:f:er Total
19. | Phoenix Building % % % % 100%
20. Public Administrator Building % "% % . % 100%
21 sggrj:?nal Jﬁstice Center (RJC) Central % % % % 100%
22, Robert (Bob) Price Community Center % % % % 100%
23. Russell - Cameron Campus % % % % 100%
24. | Social Service 1600 Pinto % % % % 100%
25. | Spring Mountain Youth Camp (SMYC) % % % % 100%
26. Walnut — Cecile Community Center % % % % 100%
27. | Wetlands Nature Center % % % % 100%
28. | Whitney Recreation Center % % % % 100%
29. Zenoff Complex % % % % 100%
35. | New Admin Bidg. % % % % 100%
36. | Old Admin Bidg. % % % % 100%
37. | Support Bldg. % % % % 100%
38. | Central Plant Blower Bldg. % % % % 100%
39. | AWT Lab Bidg. % % % % 100%
40. | Solids Dewatering Bldg. % % % % 100%
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