PLUMBING LEGEND

PLUMBING SHEET INDEX

PIPE EQUIPMENT ANNOTATION TAGS AND NOMENCLATURE
— —W— — | SOIL, WASTE, or SEWER BELOW GRADE —F—=— | BACKFLOW PREVENTER D NOTE SYMBOL
— —W— — | EXISTING SOIL, WASTE, or SEWER BELOW GRADE ~ REDUCER A REVISION SYMBOL
— —CWV— — | COMBINATION WASTE AND VENT BELOW GRADE
W SOIL, WASTE, or SEWER ABOVE GRADE | PN n
—W— , , or # DESIGNATES DETAIL NUMBER AND
W EXISTING SOIL WASTE. or SEWER ABOVE GRADE — —— — | DIELECTRIC WATERWAY w XX.XX DESIGNATES SHEET DETAIL IS LOCATED
——CWV— | COMBINATION WASTE AND VENT ABOVE GRADE l
SOLENOID VALVE Ah
—————————— VENT # DESIGNATES DETAIL NUMBER, X DESIGNATES THE DETAIL TYPE, AND XX.XX
__________ EXISTING VENT A VALVE ON RISER W DESIGNATES SHEET DETAIL IS LOCATED
——SD—— | STORM DRAIN BELOW GRADE 2—];—3 TAKEOFF FROM TOP OF MAIN PIPE
——SD—— | EXISTING STORM DRAIN BELOW GRADE ()L() TAKEOFF FROM BOTTOM OF MAIN PIPE
——SD—— | STORM DRAIN ABOVE GRADE 1| caPPED END OF PIPE
——SD—— | EXISTING STORM DRAIN ABOVE GRADE n # DESIGNATES SECTION NUMBER AND
— o | BALL VALVE MANUAL XX.XX DESIGNATES SHEET SECTION IS LOCATED
——0SD—— | OVERFLOW STORM DRAIN BELOW GRADE
——0SD—— | EXISTING OVERFLOW STORM DRAIN BELOW GRADE [
BALL VALVE MOTORIZED
——0SD—— | OVERFLOW STORM DRAIN ABOVE GRADE " EXTENT OF DEMOLITION FROM EXISTING
—1ff—— | BUTTERFLY VALVE
——SCW—— | NON POTABLE WATER
BUTTERFLY VALVE MOTOR ACTUATED
—— ——— | COLD WATER >
— —— | EXISTING COLD WATER N CHECK VALVE ABBREVIATIONS
_ SOFT COLD WATER — f——| eas cock A COMPRESSED AIR MA MEDICAL COMPRESSED AIR
@ AD ACCESS DOOR MAX MAXIMUM
—— ———— | HOT WATER GAS PRESSURE REGULATOR AFF ABOVE FINISHED FLOOR MIN MINIMUM
L AV ACID VENT MG GAS—MEDIUM PRESSURE
EXISTING HOT WATER — k| GATE VALVE MANUAL AW ACID WASTE MV MEDICAL VACUUM
— ————| HOT WATER RETURN
— D4—— | GLOBE VALVE MANUAL BFF BELOW FINISHED FLOOR N20 NITROUS OXIDE
— ———— | EXISTING HOT WATER RETURN BFP BACKFLOW PREVENTER NA NOT APPLICABLE
BFV BUTTERFLY VALVE NIC NOT IN CONTRACT
——T——| TEMPERED WATER 4;i GLOBE VALVE PNUEMATIC BT BATH TUB NC NORMALLY CLOSED
——TR—— | TEMPERED WATER RETURN BTU/H  BRITISH THERMAL UNIT/HOUR NO NORMALLY OPEN
BV BALL VALVE NPW NON POTABLE WATER
—G— | GAS—-LOW PRESSURE GLOBE VALVE MOTOR ACTUATED NTS NOT TO SCALE
CP CONDENSATE PUMP
© EXISTING GAS—LOW PRESSURE —DE— PRESSURE REDUCING VALVE (WATER) ggu EHEIE Egg EEE U%UURTE 8§D 8§ESEEOW ROOF DRAIN
——MG—— | GAS—MEDIUM PRESSURE
k| PRESSURE REDUCING VALVE (GAS AND AIR) cv CHECK VALVE osb OVERFLOW STORM DRAIN
——MG—— | EXISTING GAS—MEDIUM PRESSURE CW COLD WATER
5 ORAIN CWV COMBINATION WASTE AND VENT Pé PIPE éNCHOR
—D—— P PIPE GUIDE
PRESSURE RELIEF VALVE
——D—— | EXISTING DRAIN OR CONDENSATE DRAIN (D) DEMO, EXISTING TO BE REMOVED POC POINT OF CONNECTION
Ki—— | PRESSURE TEMPERATURE/ RELIEF VALVE D DRAIN PRV PRESSURE REGULATOR OR
——WSP—— | WET STANDPIPE DFU DRAINAGE FIXTURE UNITS o E(E)B%EESR/S\&LXFEE NCH
STRAINER DS DRY STANDPIPE
——DSP—— DRY STANDPIPE @ DSN DOWNSPOUT NOZZLE PTRV PRESSURE TEMPERATURE/
¥ | WATER HAMMER ARRESTOR
—AW—— | ACID WASTE ABOVE GRADE (E) EXISTING TO REMAIN (R) EXISTING TO BE RELOCATED
o AW— = FLOOR DRAIN (ROUND OR SQUARE STRAINER EA EACH R REDUCER
GW GREASE WASTE BELOW GRADE SES ( < ) EOD EXTENT OF DEMOLITION RD ROOF DRAIN
AW RO REVERSE OSMOSIS
GW GREASE WASTE ABOVE GRADE S DECK DRAIN . FAHRENHEIT
— —AV— — | ACID VENT =) FLOOR SINK FCO FLOOR CLEANOUT SCW SOFT COLD WATER
oy CREASE VENT = FD FLOOR DRAIN SD STORM DRAIN
— —GV—— FDC FIRE DEPARTMENT CONNECTION SS SERVICE SINK
A COMPRESSED AR [T | TReNCH DRAIN FS FLOOR SINK S SINK
o FLOOR & GRADE CLEANOUT i FOor 29 SQUARE
— v——1 vacuum FU FIXTURE UNITS STR STRAINER
——MA—— | MEDICAL COMPRESSED AIR ' WALL CLEANOUT G GAS—LOW PRESSURE T TEMPERED WATER
GAL GALLONS D TRENCH DRAIN
—MV—— MEDICAL VACUUM +— | HOSE BIBB GC GAS COCK TDH TOTAL DEVELOPED HEAD
— oo—— | oxycen GCO GRADE CLEANOUT TR TEMPERED WATER RETURN
© VENT THRU ROOF GLV GLOBE VALVE TSP TOTAL STATIC PRESSURE
——N20—— | NITROUS OXIDE GPM GALLONS PER MINUTE
@ ROOF DRAIN & OVERFLOW ROOF DRAIN GPF GALLONS PER FLUSH U URINAL
—> GV GATE VALVE
——r———=—| PITCH DOWN IN DIRECTION OF ARROW oW CREASE WASTE v VENT OR VACUUM
——»——— | FLOW IN DIRECTION OF ARROW —O—— | PUMP VTR VENT THRU ROOF
HB HOSE BIBB
—~A A4 | HEAT TRACING ON PIPE — | FLEXIBLE CONNECTOR HX HEAT EXCHANGER W WASTE
HP HORSEPOWER WC WATER CLOSET
¢—O ¢S | PIPE ELBOW (UP & DN) — 7| BALANCING VALVE HW HOT WATER W.A. WATER COLUMN
— HWR HOT WATER RETURN WCO WALL CLEANOUT
TEMPERING VALVE ——d4—— | AUTOMATIC FLOW CONTROL VALVE WHA WATER HAMMER ARRESTOR
IE INVERT ELEVATION WSP WET STANDPIPE
FIRE DEPARTMENT CONNECTION PIPE. ANCHOR N INCHES
] TRANSFORMER — PIPE GUIDE KW KILOWATT
—l—— | TRAP PRIMER L LAVATORY
NOTE: NOT ALL SYMBOLS ARE USED ON THIS PROJECT.

SUBMITTAL CODE OR REVISION DELTA # | PCH 1
~— [o0]
NI Q
I~ [o0]
(@ o
< <
o o
N N
SHEET NO. TITLE
P0.01 PLUMBING LEGEND, ABBREVIATIONS AND SHEET INDEX o o
P2.01 PLUMBING OVERALL PLAN  J
P2.02 PLUMBING PLANS o
P5.01 PLUMBING DETAILS AND SCHEDULES o o
~ PROJECT NO: 2013200
F\ H A RRIS DESIGNED BY: J. HEAL
\ CONSULTING ENGINEERS CHECKED BY: L _HEAL
6630 Surrey St., Suite 100, Las Vegas, Nevada 89119 DRAWN BY A MUNOZ
0D BT I T py, J. HEAL

HIKS

ARCHITECT

HKS, INC.

821 N. CENTRAL AVE.
PHOENIX, ARIZONA 85004

MEP CONSULTANT
HARRIS CONSULTING ENGINEERS, LLC
6630 SURREY ST., SUITE 100

LAS VEGAS, NEVADA 89119

18
11}
-
2
W
0
-l
q
.
0
W
2
>
e
0
18
W
2
2
J

7th Floor Renovation

OWNER

UNIVERSITY MEDICAL CENTER OF
SOUTHERN NEVADA

1800 W. CHARLESTON BLVD.

LAS VEGAS, NEVADA 89102

Bid 2014-08 - Labor and Delivery Renovations
PWP# CL-2014 — 305

August 8, 2014

KEY PLAN

REVISION

HKS PROJECT NUMBER

16922.000

DATE

07/13/2014

ISSUE

ISSUED FOR BID

SHEET TITLE

PLUMBING LEGEND,
ABBREVIATIONS
AND SHEET INDEX

SHEET NO.

P0O.01



