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FIRE WALL - WOOD OR LIGHT GUAGE METAL CONST. TO COMPLY WITH IBC CHAPTER 7
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FIRE WALL TERMINATION - PLAN VIEW

EXTEND FIREWALL
18" PAST
EXTERIOR WALL

o EXTERIOR WALL
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WALL CONSTRUCTION

ALL OPENINGS WITHIN
5" OF FIRE WALL
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LISTED ASSEMBLY
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PLAN VIEW SHALL BE A 3/4 HOUR FIRE
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EXTERIOR WALL COVERING
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ALL ELEMENTS SUPPORTING ENVELOPE OR RATED ROOF
TO BE ONE HOUR FIRE RESISTIVE CONSTRUCTION
IF THIS IS A PROPERTY LINE WALL NO OPENINGS ARE PERMITED

SECTION 503.2 , INTERNATIONAL BUILDING CODE
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