SOUTHERN NEVADA BUILDING OFFICIALS e
REGIONAL STANDARDS o
MOBILE HOME SERVICE PEDESTAL
Clark County Boulder City Henderson Las Vegas
Dept. of Building & Fire Prevention Building Department Bldg & Fire Safety Dept. Building & Safety Dept.
4701 W Russell Rd 401 California Avenue 240 Water Street 333 N. Rancho Drive

Las Vegas, NV 89118
(702) 455-3000

Boulder City, NV 89005
(702) 293-9282

Henderson, NV 89015
(702) 267-3650

Las Vegas, NV 89106
(702) 229-6251

MINIMUM 36" FOR ™™
ENCLOSED METER

=

MINIMUM 54" FOR =
EXPOSED METER™—™]

CONCRETE FOOTING

24°X 24X 24"

CONDUIT RUN TO
ELECTRICAL SCHEDULE
40 PVC CONDUIT 2°
FOR 100 & 200 AMPS

18" DEEP OR UF
CABLE 24" DEEP
(CONDUIT REQUIRED
THRU CONCRETE)

SURFACE
PEDESTAL

3" MIN.

18"

36"

SERVICE PEDESTAL SHALL BE BOLTED TO CONCRETE BASE

METER BASE

MAIN NEUTRAL GROUND
BUS BAR

GROUNDING CONDUCTOR
100 AMP USE #8 CU
200 AMP USE #6 CU OR
LARGER

WATER SHALL DRAIN FROM

POWER SUPPLY
CONDUIT (SIZE PER
POWER CO.
REQUIREMENTS)

MIN 8' GROUND ROD
5/8" COPPER OR
COPPER/STEEL OR
STAINLESS STEEL

Mesquite
Building Department
10 East Mesquite Blvd.
Mesquite, NV 89027
(702) 346-2835

North Las Vegas
Bullding Department
2250 Las Vegas Blvd. N
N. Las Vegas, NV 89030

(702) 633-1577

Pahrump
Building & Fire Safet Dept.
250 N Hwy 160 Suite #3
Pahrump, NV 83060
(775) 751-3373




