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SUBJECT:                  Restoration of Power or Temporary Power at a Damage 
                                      Assessment Inspection    

FIG-E-032 

Effective Date:       October 24, 2011 Revised:  May 29, 2014 Approved By:     BAT 

Code Chapter:        2014 Clark County Building Administrative Code (CCBAC)   
                                     Sec. 22.02.045 
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Interpretation:   
Electrical service may be re-established to existing buildings in accordance with the original design if there is 
no hazard to life, health, or property. 

Field Application:   
Electric meters are routinely disconnected by emergency responders to ensure responder and public safety.    
Upon completion of the initial or follow-up damage assessment inspection, the inspector may issue a 
temporary meter tag provided that no electric system damage has occurred to any area served by the meter.  

Upon completion of the initial or follow-up damage assessment inspection, if all damaged circuits have been 
isolated and power can safely be restored, the inspector may issue a temporary meter tag.  Temporary Power 
Form #160-1 shall be provided as per FIG-E-008.  

A separate meter tag permit and final inspection will not be required. 

A temporary meter tag may also be issued at the time of initial or follow-up damage assessment inspection 
for maintenance of pools, landscaping, or other use if all other circuits have been isolated and the contractor 
submits an Authorization for Temporary Power Through the Meter (Form #160-1) as required by Field 
Inspection Guideline E-008. A separate meter tag permit and final inspection will not be required. 

Requests for temporary power after completion of the initial or follow-up damage assessment will require 
electric permits and inspection as provided in Field Inspection Guideline E-008. 
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