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Interpretation:  Fire alarm systems are to be kept separate from any other system and identified to prevent   
   interconnections. 

 
 760.30  

Fire Alarm circuits shall be identified at terminal and junction locations in a manner that helps to  prevent 
unintentional signals on fire alarm system circuits. 

 
 760.124  

The equipment supplying the fire alarm equipment(s) shall supply no other loads.  The location of the branch-
circuit overcurrent protective device shall be permanently identified at the fire alarm control unit.  The circuit 
disconnecting means shall have red identification, shall be accessible only to qualified personnel, and shall be 
identified as “FIRE ALARM CIRCUIT.” 
 

 Red shall be the designed color to identify fire alarm system wiring. 

 Exception:  In facilities where red is used to designate a different system an alternate color may be used. 
 

 Junction boxes shall be painted red on the inside and the outside. 

 Raceway couplings and connectors shall be painted red. 

 Cable armor (MC, MI, AC) shall have red marking throughout its length. 
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