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Interpretation: 

The code references requirements for installation of medium pressure 

systems.  Systems designed above the normal demand shall be on a case by 

case basis and approved by the gas serving purveyor. 

 

Field Application: 

Medium pressure gas piping systems shall be approved by the gas purveyor 

Southwest Gas Corporation (SWGC) in writing, in advance, of making a 

request for design approval of the system.  Inspections shall be to the 

approved plans submitted to this jurisdiction. 

Clark County Department of Building & Fire Prevention 
Building Division – Inspection Services 

Field Inspection Guideline 

 
 

 

 




