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SUBJECT:                   Combination & Double Fixture Fittings Installed Horizontally   FIG-P-024 
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Interpretation: 

Section 706.3 of the Plumbing Code states the requirements for horizontal to 

horizontal directional fittings.  The following practice shall be observed: 

 

Field Application: 

Double combination and double fixture fittings shall not be approved for use 

horizontally in a plumbing system. The approved method shall be to use a 

double wye and when needed 1/8th bend fittings turned up to maintain a 

minimum of ¼ inch per foot grade. 
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