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Notice to the Plumbing Industry 
 

90-Day Advance Notice 
 
 
 

RE: 2006 UPC Section 609.10 & 609.10.1 Water Hammer 
Effective Date: January 30, 2006 
Enforcement Date: April 30, 2006 
 
All water distribution piping systems, including those systems where CPVC or 
any PEX related piping is installed, will require the installation of a water 
hammer arrestor where quick acting valves are installed. Quick acting valve 
locations are found on the clothes washing machines (both hot and cold water 
sides) and on dishwashers. “When listed mechanical devices are used, the 
manufacturers’ specifications as to location and method of installation shall be 
followed”.  
 
Questions concerning this Notice, please contact Dennis Daniels, Building 
Inspection Training Specialist at Telephone # (702) 455-8339. 
 
 
 
 
 
DPD:ake        January 31, 2008 
 
 
 
 




